


 

Selective Non-Catalytic Reduction 

Unit 

 

Dry Injection Stage 1 (Operate at 240°C) 

 

40% Urea solution Injection 

Incoming Flue Gas 

Remove NOx 

1. NaHCO3 Injection 
1. Remove HCl, SOx, HF 

2. Bag Filter 
2. Remove particulate 

matter, dioxins/furans, 

heavy metals 

3. Residue Recirculation System 

Selective Catalytic Reduction Unit 

(Operate at ~235°C) 

 

Ammonia Injection Remove NOx 

External Economiser 

 

Dry Injection Stage 2 (Operate at 140°C) 

 

1. Hydrated Lime Injection 1. Remove HCl, SOx, HF 

2. Powdered Activated Carbon 

Injection 
2. Remove Heavy Metals 

3. Bag Filter 
3. Remove particulate 

matter, dioxins/furans, 

heavy metals 

Induced Draught Fan with silencer 

4. Residue Recirculation System 

Stack with Continuous Emissions Monitoring System 

Outgoing Flue Gas 

Appendix A - Flow Chart of Flue Gas Treatment System 


